
SEE "MANHOLE VENT" DETAIL

FOR ADDITIONAL NOTES

1% MINIMUM SLOPE

NOTE:

MANHOLE STEPS TO BE VERTICALLY IN LINE

WITH  "INVERT OUT" FOR PIPE 18" AND LESS.

OVER 18"  TO BE LOCATED IN LINE WITH BENCH.
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MANHOLE

STEPS

VARIES

1'-6" SQ.

1'-0"

GRADE

1'-6"x 1'-6"x 1'-0"

CLASS B CONCRETE

FOOTING TO SPRINGLINE

VERTICAL SECTION

SHALL BE PLUMB

VENT PIPE (AS SPECIFIED

ON VENT MH DETAIL)

STANDARD DETAIL

LATERAL EXTENSION OF

MANHOLE VENT DETAIL

Metropolitan Sewerage District
of Buncombe County, North Carolina
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